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Condensation Drain Requirements

MVHR/HRV - Installation Support Guide
Condensation Drains

General Notes
•The condensation drain should be adequately secured and where passing 
through an unheated space must be adequately insulated to prevent freezing.
•A condensation drain should be installed from the fan unit to an appropriate drain 
location. The condensation pipe should be installed to have a minimum 5° fall from the fan unit.
No insulation shown on ducts or drain to simplify drawing

Condensation Drain Requirements

Seal between copper pipe and the trap

Unit Condensation Drain

In line trap

To  waste
water pipe

It MUST NOT be possible to pull 
air into the unit via the drain.

IT MUST BE FITTED WITH A SUITABLE 
TRAP AND BE AIR SEALED.

i.e. pipes must be joined using proprietary
 parts that seal together
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The units condensation drain and 
the duct condensation trap drain 
must have their own traps

Duct Condensation Trap

Unit Condensation Drain

Duct Condensation Trap

Unit Condensation Drain

Condensation Drain & Duct Condensation Trap
Requirements
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