Titon In-line Mixed Flow Fan - ILM

- Switches - Wiring Diagrams
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Notes:
1. Fanis Class Il (double insulated). No protective-earth connection is required.
2. Circuit protective conductor (earth) not shown for clarity. CPC shall be provided and suitably terminated in accordance with BS 7671.
3. Use aBS 1362 3 A fuse in the double-pole switched fused connection unit.
4. Only L1 (Normal) or L2 (Boost) is energised at any one time (two way changeover switch).
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Notes:
1. Fanis Class Il (double insulated). No protective-earth connection is required.
2. Circuit protective conductor (earth) not shown for clarity. CPC shall be provided and suitably terminated
in accordance with BS 7671.
3. Use aBS 1362 3 A fuse in the double-pole switched fused connection unit.
4. 3-position switch connections: U1 unused, U2 = Normal (fan L1), U3 = Boost (fan L2).
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